CONTINUE WITH D.L.P. OR

SWITCH TO C-900 OR C~909.
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CHANGE SERVICE MATERIL OR
|

5'-0" SIZE HERE IF APPLICABLE.

D.L.LP. FOR 3" AND LARGER PIPE,
DOW APPROVED POLYETHYLENE TUBING OR
K COPPER FOR 2" AND SMALLER PIPE.
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SEE DETAILS L—6317A AND L-6317B FOR VAULT DETAILS NOT SHOWN ON THIS DETAIL.
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